0/0 Dimension
(See Plan)

Masonry Wall ———==
(Not By MBCI)

Urethane Sealant
[HW—540] Cont.

Fastener #209

14-10 x 2" Deck Screw

At 2°=0" 0.C. (Pre—Drill)

Counterflash [FL—341]

Parapet High Eave Trim — Field Saw Cut
[FL—875]

Fastener #4

314 x § LL SD W/
Washer At 6° O.C. ~— Tri—-Bead Sealant

1" x 3/32" Tape Sealer % x § [HW=504]
[HW—506] Top & Bottom

Of Closure

Outside Closure [HW—460]
12 PBU Roof Panel

—

5/8" Plywood Min.
(Not By MBC)

Fastener #2B /

314 x 17 LL Type AB
W/Washer (6) Per Panel

_—




